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Summit @ San Antonlo Rlverwalk

February 12-14, 2020
*ERDC DIGCN

BUILDER

Thursday, February 12 (1 hour)

This workshop will identify how to set Knowledge-Based
Inspection parameters to generate a list of sections
BUILDER suggests for inspections.
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KBI Theory

BUILDER

Smarter schedule of inspections

scope of your inspections?

+ BUILDER knows about what you have, when it will be unreliable and when you plan on replacing it.

* Could not a system with all that information create a “Knowledge-Based Inspection” schedule to limit the

BUILDER

Five Areas for Planning

Ciq

Inspection Need Zones

Zoos1 . Preventative Maintenance
| Zone2 \ Corrective Maintenance
Zone 3 \ Corrective Work
Missed
Zone 4 Opportunity
| Failure
Zone 5
Time
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el Zone Boundaries

Flexibility on the Condition Index border values

Cl Lower
Zone 1: | 75
Zone 2. g5
Zone 3. g0
Zone 4. 50
Zone 5 0

el Other Settings: Inspection Interval

Years between inspections Max Insp
Interval

3

» Age-based (non inspections) will always fail this test

2
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@ |nspections in Zone
Years between inspections # Insp's in
Zone
2
2
2
2
7
@ Degradation Factor
Inspections showing rapid decay generate inspections
Degradation
Factor
3.00
2.00
2.00
3.00
8
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BU

Zone boundaries and settings are set for every standard

el Specific Settings Per Standard

Standard Name: | Run To Fail Standard Name: = Never Work
Work Triggers Inspection Triggers Work Triggers Inspection Triggers
Condition Trends Condition Trends
Ol Lower MaXInsp. #Inso's in Degracation Ol Lower o Zone
Zone1: 75 4 1 5.00 Zone 11 75 2
Zone 2: | 65 3 1 3.00 Zaone 2: 65 2 2
Zone 3: 60 3 1 3.00 Zone 3. 60 2 2
Zone 4: 50 5 1 5.00 Zone 4: | 50 5 2
Zone 5: \j| 0 Zone 5: I:(TI 0

Degradation
Factor

0.00
0.00
0.00

0.00

e Generation

Create Inspection Schedule

* Run up to a 10 year inspection plan e

# SMS - Condition

o~

& https://my.buildersoftware.net/MNavigator.aspx Pscrhgt=982 &iscrwid=1220

t::: .SU-S-TNNMENT MANAGEMENT SYSTEMS

wmi BUILDER

Work Configuration Waork Plan Scenarios Reports Tools

L T

7
Sn

Inventory
Condition

All | Search by Name or Number...

@,u Reports

-/~ 75 - Training Area
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Results

BUILDER

. Knowledge-Based Inspection Scheduling (TM)

A ciose ] Exportto el G Generae 7 Creste Work tems X Delete Selected @ Help
Knowledge Based Inspection (TM) Schedule for 999 - Demo
7001 %
@
3 Disress Survey with Quantity
[ (3 Distess Survey
|
\ ] 3 Direct Rating
\ ¢~ 3 Mo tnspection
\ 4 C
8 100 %)
1303 %)
O | rscatvear | complee | Buiing Name | system Nome | component Name | secton tame. | inspection ype | nspection Resson
Jiv] Jiwl | [ Jiw] | [ Jiel | [ Jiw ] | [ v | [ v | [ 2
i e e - . General AT03001 STANDARD SLAB = B v Eaceciie
W) Unassigned 101 Summit 1 AT0 FOUNDATIONS AT030 SLAB ON GRADE e o Direct Rating Intenvl Exceeded A
. — D5010 ELECTRICAL SERVICE & Mecharical Room A DS01001 MAIN = |
O oz Unassgned 101 Summit 1 D50 ELECTRICAL ek ok Hoom A ot Direct Rating ispections Required
- e i T ERERG Mechanical Room A - BOT D302001 e = - N
B Unassigned 101 Summit 1 D30 HVAC D3020 HEAT GENERATING SYSTEMS | poitich eom A 001 P Direc Rating ispections Required
5 5 — — General A103001 STANDARD SLAB =
[ERE Unassgned 101 Summit 1 AT0 FOUNDATIONS AT030 SLAB ON GRADE Senanal AT0J001 51 Direct Rating
O o Unassigned 101 Sumit 1 820 EXTERIOR ENCLOSURE 82030 EXTERIOR DOORS o & souli 65001 oD Direct Rating =] | nspections Required
o . raigrad 101 Sumit 1 oRpLUMENG 02010 PLUMBING FXTURES Mens Bahvoom O201004 NS [ g )| et Bceeded
Mecharical Room A - Fumace.
[mE) Unassigned 101 Sumit 1 030 HVAC D3020 HEAT GENERATING SYSTEMS | D302002 FURNACES Elecric, 34.1 Direct Rating =] | Interal Exceeded
M

v
Mechanical Room A - B01 D302001

[ ) «|1}2-a >[5 Pagesi:{10 ~

29 tems in 3 pages

Using the

BUILDER

Export to Excel

+ Put them into a CMMS / Work Management
System

nspections

Copy into Work Items

* Manage your inspection work just like repair
and replacement work
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el Next Steps

Will this be for you?

* Custom Report

»  Work Configuration

el Open Question For the Floor

Can the KBI replace a full 3 or 5-year FCI policy?
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